EMSL FIRE PROTECTION WATER FLOW

TESTING DATA SHEET

Type of Static | Residual| Alarm] Time | RAS FM

Riser # Area Device ID] ITV Location MXL Alarm Message RAS FM Device Model Drawing # | Zone| Pressure| Pressure| Y/N |(sec)| YIN
1 Admin 5-52_ | NW Corner 1005| __Admin-Riser 1 Waterflow __| 720149 FM-1] Press. Sw. | Potter WFSR-F |H-3-302162| ci8 [0S [4S | Y 71| N
1 Kitchen 529 | S.wall 1065 Kitchen Hood Waterflow | 720149 FM-1] Flow Sw. | Potter VSR-F_|H-3-302162 ¢z | N/A I N[A TY |5 | 17
2 Labs 1&2 7-59 W. Wali 1141 Labs 1,2-Riser 2 Waterflow | 729150 FM-1| Press. Sw. | Potter WFSR-F |H-3-302164| C/6 éO 55' Y 55 N
2 MSCF 2-1 W. Wall 1119 | Computer Rm 1119-Waterflow | 720149 FM-2! Flow Sw. | Potter VSR-F {H-3-302165| C/12 N//} /V/ﬁ y 1O N
3 Labs 3.4&5 11-46 W. Wall 1348 | Central Plant-Riser 3 Waterflow | 729150 FM-2| Press. Sw. | Potter WFSR-F | H-3-302167| D/7 80 ) 55 Y “11 N
4 Generator Rm 11-41 W. Wall 1741 * | Central Plant-Riser 4 Waterflow | 729150 FM-5| Press. Sw | Potter WFSR-F |H-3-302168| D/7 (,,-S' b © Y = N
5 Central Plant 11-43 E. Wall 1844 | Central Plant-Riser 5 Waterflow [ 729150 FM-5| Press. Sw. | Potter WFSR-F }H-3-302169| D/7 620 55 Y Te hl
6 Office 3 9-16 E. Wall 3551 Office 3-Riser 6 Waterflow 729150 FM-4] Press. Sw. | Potter WFSR-F [H-3-302170| C/11 8; 53 "{ 82. N

e / J
7 Office 2 7-15 E. Wall 3351 Office 2-Riser 7 Waterflow 729150 FM-3| Press. Sw. | Potter WFSR-F [H-3-302170| C/11 CIO 52 \ r(‘O [
8 Office 1 1-18 E. Wall 3151 Office 1-Riser 8 Waterflow 720149 FM-3| Press. Sw. | Potter WFSR-F { H-3-302170! C/11 30 (p O \{ N
* Dry Pipe Alarm Test Valve

Riser # Area Comments
1 Admin
1 Kitchen
2 Labs 1&2
2 MSCF
3 Labs 3,445
4 | Generator Rm /1'1 &ESbuﬂé o /(IS(./Z /S 30 o3/
5 Central Plant
6 Office 3
7 Office 2
8 Office 1
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